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REGULATIONS FOR SWIMMING POOLS, HOT TUBS, AND SPAS (These are excerpts from the 
Spring Hill Zoning Regulations; the entire zoning document can be viewed at www.springhillks.gov.) 
 
Section 17.336 B.2.f 
 
Private swimming pools, as defined in Appendix G of the International Residential Code, including portable 
seasonal pools, may be located in the rear yard provided the following conditions are met: 
 

1. The pool shall not be closer than seven feet to the side or rear yard line. 
 

2. The pool enclosure is properly fenced, in accordance with Section 4-202.R102.5 of the Code of the City 
of Spring Hill.  Swimming pools, hot tubs and spas in existence as of the 30th day of April, 2008, and 
protected with a four-foot fence and locking gate, may continue their current level of pool protection 
provided the fence and gate are in good repair.  Any substantial repair, maintenance or replacement of 
the fence or gate must be in compliance with Section 4-202.R102.5 of the Code of the City of Spring 
Hill.  

 
3. The pool is not under or over electric service line, telephone lines, gas lines, and sewer lines. 
 
4. Provisions are made to drain the pool to the storm sewers. 

 
5. The pool is properly engineered in relation to health and safety features, including filtering, chlorination, 

and location to other structures, fencing, screening, and drainage, to be of a minimal hazard to the 
neighborhood. 

 
6. There is no violation of the City’s noise regulations connected with its use. 

 
7. Maintenance of the facility must be excellent and any failure to comply with the above conditions will 

result in revoking the permit. 
 
 
 
Please refer to the following documents for specific code details: 
 2006 International Residential Code, Appendix G 
 2005 National Electrical Code 
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ARTICLE 680 Swimming Pools, Fountains, and Similar Installations I. 

General 

680.1 Scope. 
The provisions of this article apply to the construction and installation of electrical wiring for 
and equipment in or adjacent to all swimming, wading, therapeutic, and decorative pools; 
fountains; hot tubs; spas; and hydromassage bathtubs, whether permanently installed or 
storable, and to metallic auxiliary equipment, such as pumps, filters, and similar equipment. 
The term body of-water used throughout Part I applies to all bodies of water covered in this 
scope unless otherwise amended.  

680.2 Definitions. 

Cord-and-Plug-Connected Lighting Assembly. A lighting assembly consisting of a 
lurninaire (lighting fixture) intended for installation in the wall of a spa, hot tub, or storable 
pool, and a cord-and-plug-connected transformer. 

Dry-Niche Luminaire (Lighting Fixture). A luminaire (lighting fixture) intended for 
installation in the wall of a pool or fountain in a niche that is sealed against the entry of pool 
water. 

Equipment, Fixed. Equipment that is fastened or otherwise secured at a specific location.  

Equipment, Portable. Equipment that is actually moved or can easily be moved from one 
place to another in normal use. 

Equipment, Stationary. Equipment that is not easily moved from one place to another in 
normal use. 

Forming Shell. A structure designed to support a wet-niche luminaire (lighting fixture) 
assembly and intended for mounting in a pool or fountain structure. 

Fountain. Fountains, ornamental pools, display pools, and reflection pools. The definition 
does not include drinking fountains. 

Hydromassage Bathtub. A permanently installed bathtub equipped with a recirculating 
piping system, pump, and associated equipment. It is designed so it can accept, circulate, and 
discharge water upon each use. 

Maximum Water Level. The highest level that water can reach before it spills out. 

No-Niche Luminaire (Lighting Fixture). A luminaire (lighting fixture) intended for 
installation above or below the water without a niche. 

Packaged Spa or Hot Tub Equipment Assembly. A factory-fabricated unit consisting of 
water-circulating, heating, and control equipment mounted on a common base, intended to 
operate a spa or hot tub. Equipment can include pumps, air blowers, heaters, lights, controls, 
sanitizer generators, and so forth.  

Packaged Therapeutic Tub or Hydrotherapeutic Tank Equipment Assembly. A factory-
fabricated unit consisting of water-circulating, heating, and control equipment mounted on a 
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common base, intended to operate a therapeutic tub or hydrotherapeutic tank. Equipment can 
include pumps, air blowers, heaters, lights, controls, sanitizer generators, and so forth.  

Permanently Installed Decorative Fountains and Reflection Pools. Those that are 
constructed in the ground, on the ground, or in a building in such a manner that the fountain 
cannot be readily disassembled for storage, whether or not served by electrical circuits of any 
nature. These units are primarily constructed for their aesthetic value and are not intended for 
swimming or wading.  

Permanently Installed Swimming, Wading, and Therapeutic Pools. Those that are 
constructed in the ground or partially in the ground, and all others capable of holding water in 
a depth greater than 1.0 m (42 in.), and all pools installed inside of a building, regardless of 
water depth, whether or not served by electrical circuits of any nature. 

Pool, Manufactured or field-constructed equipment designed to contain water on a permanent 
or semipermanent basis and used for swimming, wading, or other purposes. 

Pool Cover, Electrically Operated. Motor-driven equipment designed to cover and uncover 
the water surface of a pool by means of a flexible sheet or rigid frame. 

Self-Contained Spa or Hot Tub. Factory-fabricated unit consisting of a spa or hot tub vessel 
with all water-circulating, heating, and control equipment integral to the unit. Equipment can 
include pumps, air blowers, heaters, lights, controls, sanitizer generators, and so forth.  

Self-Contained Therapeutic Tubs or Hydrotherapeutic Tanks. A factory-fabricated unit 
consisting of a therapeutic tub or hydrotherapeutic tank with all water-circulating, heating, 
and control equipment integral to the unit. Equipment may include pumps, air blowers, 
heaters, light controls, sanitizer generators, and so forth.  

Spa or Hot Tub. A hydromassage pool, or rub for recreational or therapeutic use, not located 
in health care facilities, designed for immersion of users, and usually having a filter, heater, 
and motor-driven blower. It may be installed indoors or outdoors, on the ground or supporting 
structure, or in the ground or supporting structure. Generally, a spa or hot tub is not designed 
or intended to have its contents drained or discharged after each use. 

Storable Swimming or Wading Pool. Those that are constructed on or above the ground and 
are capable of holding water to a maximum depth of 1.0 m (42 in.), or a pool with 
nonmetallic, molded polymeric walls or inflatable fabric walls regardless of dimension. 

Through-Wall Lighting Assembly, A lighting assembly intended for installation above 
grade, on or through the wall of a pool, consisting of two interconnected groups of 
components separated by the pool wall.  

Wet-Niche Luminaire (Lighting Fixture). A luminaire (lighting fixture) intended for 
installation in a forming shell mounted in a pool or fountain structure where the luminaire 
(fixture) will be completely surrounded by water. 

680.3 Other Articles. 

Except as modified by this article, wiring and equipment in or adjacent to pools and fountains 
shall comply with other applicable provisions of this Code, including those provisions 
identified in Table 680.3. 
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Table 680.3 Other Articles 

Topic Section or Article  

Wiring Chapters 1-4 

Junction box support  314,23 

Rigid nonmetallic conduit  352.12 

Audio Equipment  Article 640, Parts I and II 

Adjacent to pools and fountains  640.10 

Underwater speakers* 

*Underwater loudspeakers shall be installed in accordance with 
680.27(A). 

680.4 Approval of Equipment. 

All electrical equipment installed in the water, walls, or decks of pools, fountains, and similar 
installations shall comply with the provisions of this article. 

680.5 Ground-Fault Circuit Interrupters. 

Ground-fault circuit interrupters (GFCIs) shall be self-contained units, circuit-breaker or 
receptacle types, or other listed types. 

680.6 Grounding. 

Electrical equipment shall be grounded in accordance with Parts V, VI, and VII of Article 250 
and connected by wiring methods of Chapter 3, except as modified by this article. The 
following equipment shall be grounded: 

(1) Through-wall lighting assemblies and underwater lurninaires (lighting fixtures), other 
than those low-voltage systems listed for the application without a grounding 
conductor 

(2) All electrical equipment located within 1.5 m (5 ft) of the inside wall of the specified 
body of water 

(3) All electrical equipment associated with the recirculating system of the specified body 

of water 

(4) Junction boxes 

(5) Transformer enclosures 

(6) Ground-fault circuit interrupters 

(7) Panel boards that are not part of the service equipment and that supply any electrical 
equipment associated with the specified body of water 
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680.7 Cord-and-Plug-Connected Equipment. 

Fixed or stationary equipment other than an underwater luminaire (lighting fixture) for a 
permanently installed pool shall be permitted to be connected with a flexible cord to facilitate 
the removal or disconnection for maintenance or repair. 

(A) Length. For other than storable pools, the flexible cord shall not exceed 900 mm (3 ft) in 
length. 
(B) Equipment Grounding. The flexible cord shall have a copper equipment grounding 
conductor sized in accordance with 250.122 but not smaller than 12 AWG. The cord shall 
terminate in a grounding-type attachment plug. 

(C) Construction. The equipment grounding conductors shall be connected to a fixed metal 
part of the assembly. The removable part shall be mounted on or bonded to the fixed metal 
part. 

680.8 Overhead Conductor Clearances. 

Overhead conductors shall meet the clearance requirements in this section. Where a minimum 
clearance from the water level is given, the measurement shall be taken from the maximum 
water level of the specified body of water. 

(A) Power. With respect to service drop conductors and open overhead wiring, swimming pool 
and similar installations shall comply with the minimum clearances given in Table 680.8 and 
illustrated in Figure 680.8. 

FPN: Open overhead wiring as used in this article typically refers to conductor(s) not in an enclosed raceway. 

Table 680.8 Overhead Conductor Clearances  

Clearance Parameters  

Insulated Cables, 0-750 
Volts to Ground, 

Supported on and Cabled 
Together with an 

Effectively Grounded 
Bare Messenger or 

Effectively Grounded 
Neutral Conductor 

m ft 

All Other Conductors Voltage to Ground 

0 through 15 kV         Over 15 through 50 kV 

ft 
  

A.   Clearance in any direction to the water level, 
edge of water surface, base of diving platform, 
or permanently anchored raft 

6.9 22.5 7.5 25 27 

  

B.   Clearance in any direction to the observation 
stand, tower, or diving platform 

4.4 14.5 5.2 17 5.5 18 

  

C,    Horizontal limit of clearance measured from 
inside wall of the pool 

This limit shall extend to the outer edge of the structures listed in A and B of 
this table but not to less than 3 m (10 ft). 

ft 
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Figure 680.8 Clearances from Pool Structures. 

(B) Communications Systems. Communication, radio, and television coaxial cables within 
the scope of Articles 800 through 820 shall be permitted at a height of not less than 3.0 m (10 
ft) above swimming and wading pools, diving structures, and observation stands, towers, or 
platforms. 

(C) Network-Powered Broadband Communications Systems. The minimum clearances for 
overhead network-powered broadband communications systems conductors from pools or 
fountains shall comply with the provisions in Table 680.8 for conductors operating at 0 to 750 
volts to ground. 

680.9 Electric Pool Water Heaters. 

All electric pool water heaters shall have the heating elements subdivided into loads not 
exceeding 48 amperes and protected at not over 60 amperes. The ampacity of the branch-
circuit conductors and the rating or setting of overcurrent protective devices shall not be less 
than 125 percent of the total nameplate-rated load. 

680.10 Underground Wiring Location.  

Underground wiling shall not be permitted under the pool or within the area extending 1.5 m 
(5 ft) horizontally from the inside wall of the pool unless this wiring is necessary to supply 
pool equipment permitted by this article. Where space limitations prevent wiring from being 
routed a distance 1.5 m (5 ft) or more from the pool, such wiring shall be permitted where 
installed in rigid metal conduit, intermediate metal conduit, or a nonmetallic raceway system. 
All metal conduit shall be corrosion resistant and suitable for the location. The minimum 
burial depth shall be as given in Table 680.10.  
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Table 680.10 Minimum Burial Depths  
 

Minimum Burial 

Wiring Method mm in. 

Rigid metal conduit 150 6 

Intermediate metal conduit 150 6 

Nonmetallic raceways listed for direct 
burial without concrete encasement 

450 IS 

Other approved raceways* 450 18 

*Raceways approved for burial only where concrete encased shall require a 
concrete envelope not less than 50 mm (2 in.) thick. 

680.11 Equipment Rooms and Pits. 

Electric equipment shall not be installed in rooms or pits that do not have drainage that 
adequately prevents water accumulation during normal operation or filter maintenance. 

680.12 Maintenance Disconnecting Means. 

One or more means to disconnect all ungr ounded conductors shall be provided for all 
utilization equipment other than lighting. Each means shall be readily accessible and within 
sight from its equipment. 

II. Permanently Installed Pools  

680.20 General 

Electrical installations at permanently installed pools shall comply with the provisions of Part 
I and Part II of this article. 

680.21 Motors. 

(A) Wiring Methods. 

(1) General. The branch circuits for pool-associated motors shall be installed in rigid metal 
conduit, intermediate metal conduit, rigid nonmetallic  conduit, or Type MC cable listed for 
the location. Other wiring methods and materials shall be permitted in specific locations or 
applications as covered in this section. Any wiring method employed shall contain an 
insulated copper equipment grounding conductor sized in accordance with 250 122 but not 
smaller than 12 AWG, 

(2) On or Within Buildings. Where installed on or within buildings, electrical metallic  
tubing shall be permitted. 

(3) Flexible Connections. Where necessary to employ flexible connections at or adjacent to 
the motor, liquidtight flexible metal or nonmetallic  conduit with approved fittings shall be 
permitted. 
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(4) One-Family Dwellings. In the interior of one-family dwellings, or in the interior of 
accessory buildings associated with a one-family dwelling, any of the wiring methods 
recognized in Chapter 3 of this Code that comply with the provisions of this paragraph shall 
be permitted. Where run in a cable assembly, the equipment grounding conductor shall be 
permitted to be uninsulated, but it shall be enclosed within the outer sheath of the cable  
assembly. 

(5) Cord-and-Plug Connections. Pool-associated motors shall be permitted to employ cord- 
and-plug connections. The flexible cord shall not exceed 900 mm (3 ft) in length. The flexible  
cord shall include an equipment grounding conductor sized in accordance with 250.122 and 
shall terminate in a grounding-type attachment plug. 

(B) Double Insulated Pool Pumps. A listed cord-and-plug-connected pool pump 
incorporating an approved system of double insulation that provides a means for grounding 
only the internal and nonaccessible, non-current-carrying metal parts of the pump shall be 
connected to any wiring method recognized in Chapter 3 that is suitable for the location. 
Where the bonding grid is connected to the equipment grounding conductor of the motor 
circuit in accordance with the second paragraph of 680.26(B)(4), the branch circuit wiring 
shall comply with 680.21 (A). 

680.22 Area Lighting, Receptacles, and Equipment. (A) 

Receptacles. 

(1) Circulation and Sanitation System, Location. Receptacles that provide power for water- 
pump motors or for other loads directly related to the circulation and sanitation system shall 
be located at least 3.0 m (10 ft) from the inside walls of the pool, or not less than 1.5 m (5 ft) 
from the inside walls of the pool if they meet all of the following conditions: 

(1) Consist of single receptacles 

(2) Employ a locking configuration 

(3) Are of the grounding type 

(4) Have GFCI protection 
 

(2) Other Receptacles, Location. Other receptacles shall be not less than 3.0 m (10 ft) from 
the inside walls of a pool. 

(3) Dwelling Unit(s). Where a permanently installed pool is installed at a dwelling unit(s), no 
fewer than one 125-volt 15- or 20-ampere receptacle on a general-purpose branch circuit shall 
be located not less than 3.0 m (10 ft) from, and not more than 6.0 m (20 ft) from, the inside 
wall of the pool. This receptacle shall be located not more than 2.0 m (6 ft 6 in.) above the 
floor, platform, or grade level serving the pool. 

(4) Restricted Space, Where a pool is within 3.0 m (10 ft) of a dwelling and the dimensions 
of the lot preclude meeting the required clearances, not more than one receptacle outlet shall 
be permitted if not less than 1.5 m (5 ft) measured horizontally from the inside wall of the 
pool. 

(5) GFCI Protection. All 15- and 20-ampere, single -phase, 125-volt receptacles located 
within 6.0m (20 ft) of the inside walls of a pool shall be protected by a ground-fault circuit 
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interrupter. Receptacles that supply pool pump motors and that are rated 15 or 20 amperes, 125 
volts through 250 volts, single phase, shall be provided with GFCI protection.  

(6) Measurements. In determining the dimensions in this section addressing receptacle 
spacings, the distance to be measured shall be the shortest path the supply cord of an appliance 
connected to the receptacle would follow without piercing a floor, wall, ceiling, doorway with 
hinged or sliding door, window opening, or other effective permanent barrier. 

(B) Luminaires (Lighting Fixtures), Lighting Outlets, and Ceiling-Suspended (Paddle) 
Fans. 

(1) New Outdoor Installation Clearances. In outdoor pool areas, luminaires (lighting 
fixtures), lighting outlets, and ceiling-suspended (paddle) fans installed above the pool or the 
area extending 1.5 m (5 ft) horizontally from the inside walls of the pool shall be installed at a 
height not less than 3.7 m (12 ft) above the maximum water level of the pool. 

(2) Indoor Clearances. For installations in indoor pool areas, the clearances shall be the same 
as for outdoor areas unless modified as provided in this paragraph. If the branch circuit 
supplying the equipment is protected by a gr ound-fault circuit interrupter, the following 
equipment shall be permitted at a height not less than 2.3 m (7 ft 6 in.) above the maximum 
pool water level: 

 

(1) Totally enclosed luminaires (fixtures) 

(2) Ceiling-suspended (paddle) fans identified for use beneath ceiling structures such as 
provided on porches or patios 

 

(3) Existing Installations. Existing luminaires (lighting fixtures) and lightirig outlets located 
less than 1.5 m (5 ft) measured horizontally from the inside walls of a pool shall be not less 
than 1.5 m (5 ft) above the surface of the maximum water level, shall be rigidly attached to 
the existing structure, and shall be protected by a ground-fault circuit interrupter. 

(4) GFCI Protection in Adjacent Areas. Luminaires (lighting fixtures), lighting outlets, and 
ceiling-suspended (paddle) fans installed in the area extending between 1.5 m (5 ft) and 3.0 m 
(10 ft) horizontally from the inside walls of a pool shall be protected by a ground-fault circuit 
interrupter unless installed not less than 1.5 m (5 ft) above the maximum water level and 
rigidly attached to the structure adjacent to or enclosing the pool. 

(5) Cord-and-Plug-Connected Luminaires (Lighting Fixtures). Cord-and-plug-connected 
luminaires (lighting fixtures) shall comply with the requirements of 680.7 where installed 
within 4.9 m (16 ft) of any point on the water surface, measured radially.  

(C) Switching Devices. Switching devices shall be located at least 1.5 m (5 ft) horizontally 
from the inside walls of a pool unless separated from the pool by a solid fence., wall, or other 
permanent barrier. Alternatively, a switch that is listed as being acceptable for use within 1.5 m 
(5 ft) shall be permitted.  

680.23 Underwater Luminaires (Lighting Fixtures). 

This section covers all luminaires (lighting fixtures) installed below the normal water level of 
the pool. 
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(A) General. 

(1) Luminaire (Fixture) Design, Normal Operation. The design of an underwater luminaire 
(lighting fixture) supplied from a branch circuit either directly or by way of a transformer 
meeting the requirements of this section shall be such that, where the luminaire (fixture) is 
properly installed without a ground-fault circuit interrupter, there is no shock hazard with any 
likely combination of fault conditions during normal use (not relamping). 

(2) Transformers. Transformers used for the supply of underwater luminaires (fixtures), 
together with the transformer enclosure, shall be listed as a swimming pool and spa 
transformer. The transformer shall be an isolated winding type with an ungrounded secondary 
that has a grounded metal barrier between the primary and secondary windings. 

(3) GFCI Protection, Relamping. A ground-fault circuit interrupter shall be installed in the 
branch circuit supplying luminaires (fixtures) operating at more than 15 volts such that there 
is no shock hazard during relamping. The installation of the ground-fault circuit interrupter 
shall be such that there is no shock hazard with any likely fault-condition combination that 
involves a person in a conductive path from any ungrounded part of the branch circuit or the 
luminaire (fixture) to ground. 

 

(4) Voltage Limitation. No luminaires (lighting fixtures) shall be installed for operation on 
supply circuits over 150 volts between conductors. 

(5) Location, Wall-Mounted Luminaires (Fixtures). Luminaires (lighting fixtures) mounted 
in walls shall be installed with the top of the luminaire (fixture) lens not less than 450 mm (18 
in.) below the normal water level of the pool, unless the luminaire (lighting fixture) is listed 
and identified for use at lesser depths. No luminaire (fixture) shall be installed less than 100 
mm (4 in.) below the normal water level of the pool. 

(6) Bottom-Mounted Luminaires (Fixtures). A luminaire (lighting fixture) facing upward 
shall have the lens adequately guarded to prevent contact by any person. 

(7) Dependence on Submersion. Luminaires (fixtures) that depend on submersion for safe 
operation shall be inherently protected against the hazards of overheating when not 
submerged. 

(8) Compliance. Compliance with these requirements shall be obtained by the use of a listed 
underwater luminaire (lighting fixture) and by installation of a listed ground-fault circuit 
interrupter in the branch circuit or a listed transformer for luminaires (fixtures) operating at 
not more than 15 volts. 

(B) Wet-Niche Luminaires (Fixtures). 

(1) Forming Shells. Forming shells shall be installed for the mounting of all wet-niche 
underwater luminaires (fixtures) and shall be equipped with provisions for conduit entries. 
Metal parts of the luminaire (fixture) and forming shell in contact with the pool water shall be 
of brass or other approved corrosion-resistant metal. All forming shells used with nonmetallic 
conduit systems, other than those that are part of a listed low-voltage lighting system not 
requiring grounding, shall include provisions for terminating an 8 AWG copper conductor. 
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(2) Wiring Extending Directly to the Forming Shell. Conduit shall be installed from the 
forming shell to a junction box or other enclosure conforming to the requirements in 680.24. 
Conduit shall be rigid metal, intermediate metal, liquidtight flexible nonmetaliic, or rigid 
nonmetallic. 

(a) Metal Conduit, Metal conduit shall be approved and shall be of brass or other 
approved corrosion-resistant metal, 

(b) Nonmetallic Conduit. Where a nonmetallic conduit is used, an 8 AWG insulated 
solid or stranded copper bonding jumper shall be installed in this conduit unless a 
listed low-voltage lighting system not requiring grounding is used. The bonding 
jumper shall be terminated in the for ming shell, junction box or transformer 
enclosure, or ground-fault circuit-interrupter enclosure. The termination of the 8 
AWG bonding jumper in the forming shell shall be covered with, or encapsulated in, 
a listed potting compound to protect the connection from the possible deteriorating 
effect of pool water. 

 

(3) Equipment Grounding Provisions for Cords. Wet-niche luminaires (lighting fixtures) 
that are supplied by a flexible cord or cable shall have all exposed non-current-carrying metal 
parts grounde d by an insulated copper equipment grounding conductor that is an integral part 
of the cord or cable. This grounding conductor shall be connected to a grounding terminal in 
the supply junction box, transformer enclosure, or other enclosure. The grounding conductor 
shall not be smaller than the supply conductors and not smaller than 16 AWG. 

(4) Luminaire (Fixture) Grounding Terminations. The end of the flexible -cord jacket and 
the flexible -cord conductor terminations within a luminaire (fixture) shall be covered with, or 
encapsulated in, a suitable potting compound to prevent the entry of water into the luminaire 
(fixture) through the cord or its conductors. In addition, the grounding connection within a 
luminaire (fixture) shall be similarly treated to protect such connection from the deteriorating 
effect of pool water in the event of water entry into the luminaire (fixture). 

(5) Luminaire (Fixture) Bonding. The luminaire (fixture) shall be bonded to and secured to 
the forming shell by a positive locking device that ensures a low-resistance contact and 
requires a tool to remove the luminaire (fixture) from the forming shell. Bonding shall not be 
required for luminaires (fixtures) that are listed for the application and have no non-current- 
carrying metal parts. 

(6) Servicing. All luminaires shall be removable from the water for relamping or normal 
maintenance. Luminaires shall be installed in such a manner that personnel can reach the 
Luminaire for relamping, maintenance, or inspection while on the deck or equivalently dry 
location. 

(C) Dry-Niche Luminaires (Fixtures). 

(1) Construction. A dry-niche luminaire (lighting fixture) shall be provided with a provision 
for drainage of water and a means for accommodating one equipment grounding conductor 
for each conduit entry. 

(2) Junction Box. A junction box shall not be required but, if used, shall not be required to be 
elevated or located as specified in 680.24(A)(2) if the luminaire (fixture) is specifically 
identified for the purpose. 

10 
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(D) No-Niche Luminaires (Fixtures). A no-niche luminaire (fixture) shall meet the 
construction requirements of 680.23(B)(3) and be installed in accordance with the 
requirements of 680.23(B). Where connection to a forming shell is specified, the connection 
shall be to the mounting bracket. 

(E) Through-Wall Lighting Assembly. A through-wall lighting assembly shall be equipped 
with a threaded entry or hub, or a nonmetallic hub, for the purpose of accommodating the 
termination of the supply conduit. A through-wall lighting assembly shall meet the 
construction requirements of 680.23(B)(3) and be installed in accordance with the 
requirements of 680.23. Where connection to a forming shell is specified, the connection shall 
be to the conduit termination point. 

(F) Branch-Circuit Wiring. 

(1) Wiring Methods. Branch-circuit wiring on the supply side of enclosures and junction 
boxes connected to conduits run to wet-niche and no-niche luminaires (fixtures), and the field 
wiring compartments of dry-niche luminaires (fixtures), shall be installed using rigid metal 
conduit, intermediate metal conduit, liquidtight flexible nonmetallic conduit, or rigid 
nonmetallic conduit. Where installed on buildings, electrical metallic tubing shall be 
permitted, and where installed within buildings, electrical nonmetailic tubing, Type MC cable, 
or electrical metallic tubing shall be permitted. 

Exception:  Where connecting to transformers for pool lights, liquidtight flexible metal conduit 
or liquidtight flexible nonmetallic conduit shall be permitted. The length shall not exceed 1.8 
m (6ft) for any one length or exceed 3.0m (10 ft) in total length used. Liquidtight flexible 
nonmetallic conduit, Type B (LFNC-B), shall be permitted in lengths longer than 1.8 m (6ft), 

(2) Equipment Grounding. Through-wall lighting assemblies, wet-niche, dry-niche, or no- 
niche luminaires (lighting fixtures) shall be connected to an insulated copper equipment 
grounding conductor installed with the circuit conductors. The equipment grounding 
conductor shall be installed without joint or splice except as permitted in (F)(2)(a) and 
(F)(2)(b). The equipment grounding conductor shall be sized in accordance with Table 
250.122 but shall not be smaller than 12 AWG. 

Exception: An equipment grounding conductor between the wiring chamber of the secondary 
winding of a tj'ansformer and a junction box shall be sized in accordance with the overcurrent 
device in this circuit. 

(a) If more than one underwater luminaire (lighting fixture) is supplied by the same 
branch circuit, the equipment grounding conductor, installed between the junction boxes, 
transformer enclosures, or other enclosures in the supply circuit to wet-niche luminaires 
(fixtures), or between the field-wiring compartments of dry-niche luminaires (fixtures), shall 
be permitted to be terminated on grounding terminals. 

(b) If the underwater luminaire (lighting fixture) is supplied from a transformer, ground- 
fault circuit interrupter, clock-operated switch, or a manual snap switch that is located 
between the panelboard and a junction box connected to the conduit that extends directly to 
the underwater luminaire (lighting fixture), the equipment grounding conductor shall be 

11 
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permitted to terminate on grounding terminals on the transformer, ground-fault circuit 
interrupter, clock-operated switch enclosure, or an outlet box used to enclose a snap switch.  

(3) Conductors. Conductors on the load side of a ground-fault circuit interrupter or of a 
transformer, used to comply with the provisions of 680.23(A)(8), shall not occupy raceways, 
boxes, or enclosures containing other conductors unless one of the following conditions 
applies: 

(1) The other conductors are protected by ground-fault circuit interrupters. 

(2) The other conductors are grounding conductors. 

(3) The other conductors are supply conductors to a feed-through type ground-fault circuit 
interrupter. 

(4) Ground-fault circuit interrupters shall be permitted in a panelboard that contains 
circuits protected by other than ground-fault circuit interrupters. 

680.24 Junction Boxes and Enclosures for Transformers or Ground-Fault Circuit 
Interrupters. 

(A) Junction Boxes. A junction box connected to a conduit that extends directly to a forming 
shell or mounting bracket of a no-niche luminaire (fixture) shall meet the requirements of this 
section. 

(1) Construction. The junction box shall be listed as a swimming pool junction box and shall 
comply with the following conditions: 

(1) Be equipped with threaded entries or hubs or a nonmetallic hub 
(2) Be comprised of copper, brass, suitable plastic, or other approved corrosion-resistant 

material 
(3) Be provided with electrical continuity between every connected metal conduit and the 

grounding terminals by means of copper, brass, or other approved corrosion-resistant 
metal that is integral with the box 

(2) Installation. Where the luminaire (fixture) operates over 15 volts, the junction box 
location shall comply with (A)(2)(a) and (A)(2)(b). Where the luminaire (fixture) operates at 
less than 15 volts, the junction box location shall be permitted to comply with (A)(2)(c). 

(a) Vertical Spacing. The junction box shall be located not less than 100 mm (4 in.), 
measured from the inside of the bottom of the box, above the ground level, or pool 
deck, or not less than 200 mm (8 in.) above the maximum pool water level, 
whichever provides the greater elevation. 

(b) Horizontal Spacing. The junction box shall be located not less than 1,2 m (4 ft) from 
the inside wall of the pool, unless separated from the pool by a solid fence, wall, or 
other permanent barrier. 

(c) Flush Deck Box. If used on a lighting system operating at 15 volts or less, a flush 
deck box shall be permitted if both of the following apply: 

(1)     An approved potting compound is used to fill the box to prevent the entrance of 
moisture. 
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(2)     The flush deck box is located not less than 1.2 m (4 ft) from the inside wall of the 
pool. 

(B) Other Enclosures. An enclosure for a transformer, ground-fault circuit interrupter, or a 
similar device connected to a conduit that extends directly to a forming shell or mounting 
bracket of a no-niche luminaire (fixture) shall meet the requirements of this section.  

(1) Construction. The enclosure shall be listed and labeled for the purpose and meet the 
following requirements: 

(1) Equipped with threaded entries or hubs or a nonmetallic hub 

(2) Comprised of copper, brass, suitable plastic, or other approved corrosion-resistant 
material 

(3) Provided with an approved seal, such as duct seal at the conduit connection, that 
prevents circulation of air between the conduit and the enclosures 

(4) Provided with electrical continuity between every connected metal conduit and the 
grounding terminals by means of copper, brass, or other approved corrosion-resistant 
metal that is integral with the box 

(2)  Installation. 

(a) Vertical Spacing. The enclosure shall be located not less than 100 mm (4 in.), 
measured from the inside of the bottom of the box, above the ground level, or pool 
deck, or not less than 200 mm (8 in.) above the maximum pool water level, 
whichever provides the greater elevation, 

(b) Horizontal Spacing. The enclosure shall be located not less than 1.2 m (4 ft) from the 
inside wall of the pool, unless separated from the pool by a solid fence, wall, or other 
permanent barrier. 

 

(C) Protection. Junction boxes and enclosures mounted above the grade of the finished 
walkway around the pool shall not be located in the walkway unless afforded additional 
protection, such as by location under diving boards, adjacent to fixed structures, and the like. 

(D) Grounding Terminals. Junction boxes, transformer enclosures, and ground-fault circuit- 
Lnterrupter enclosures connected to a conduit that extends directly to a forming shell or 
mounting bracket of a no-niche luminaire (fixture) shall be provided with a number of 
grounding terminals that shall be no fewer than one more than the number of conduit entries. 

(E) Strain Relief. The termination of a flexible cord of an underwater luminaire (lighting 
fixture) within, a junction box, transformer enclosure, ground-fault circuit interrupter, or other 
enclosure shall be provided with a strain relief. 

(F) Grounding. The junction box, transformer enclosure, or other enclosure in the supply 
circuit to a wet-niche or no-niche luminaire (lighting fixture) and the field-wiring chamber of 
a dry-niche luminaire (lighting fixture) shall be grounded to the equipment grounding 
terminal of the panelboard. This terminal shall be directly connected to the panelboard 
enclosure. 
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680.25 Feeders. 

These provisions shall apply to any feeder on the supply side of panelboards supplying branch 
circuits for pool equipment covered in Part II of this article and on the load side of the service 
equipment or the source of a separately derived system. 

(A) Wir ing Methods. Feeders shall be installed in rigid metal conduit, intermediate metal 
conduit, liquidtlght, flexible nonmetallic conduit, or rigid nonmetallic conduit. Electrical 
metallic tubing shall be permitted where installed on or within a building, and electrical 
nonmetallic tubing shall be permitted where installed within a building.  

Exception: An existing feeder between an existing remote panelboard and service equipment 
shall be permitted to run in flexible metal conduit or an approved cable assembly that 
includes an equipment grounding conductor within its outer sheath. The equipment grounding 
conductor shall comply with 25Q.24(A)(5). 

(B) Grounding. An equipment grounding conductor shall be installed with the feeder 
conductors between the grounding terminal of the pool equipment panelboard and the 
grounding terminal of the applicable service equipment or source of a separately derived 
system. For other than (1) existing feeders covered in 680.25(A), Exception, or (2) feeders to 
separate buildings that do not utilize an insulated equipment grounding conductor in 
accordance with 680.25(B)(2), this equipment grounding conductor shall be insulated.  

(1) Size. This conductor shall be sized in accordance with 250.122 but not smaller than 12 
AWG. On separately derived systems, this conductor shall be sized in accordance with Table  
250.66 but not smaller than 8 AWG, 

(2) Separate Buildings. A feeder to a separate building or structure shall be permitted to 
supply swimming pool equipment branch circuits, or feeders supplying swimming pool 
equipment branch circuits, if the grounding arrangements in the separate building meet the 
requirements in 250.32(B)(1). Where installed in other than existing feeders covered in 
680.25(A), Exception, a separate equipment grounding conductor shall be an insulated 
conductor. 

680.26 Equipotential Bonding. 

(A) Performance. The equipotential bonding required by this section shalLbe installedlo 
eliminate voltage gradients in the pool area as prescribed. 

FPN: The 8 AWG or larger solid copper bonding conductor shall not be required to be extended or attached 
to any remote panelboard^ service equipment, or any electrode. 

(B) Bonded Parts. The parts specified in 680.26(B)(1) through (B)(5) shall be bonded 
together. 

(1) Metallic Structural Components. All metallic parts of the pool structure, including;the 
reinforcing metal of the pool shell, cqrM^^stpnesLan.d deck, shall Be bonded. The usual steel 
tie wires shall be considered suitable for bonding the reinforcing steel together, and welding 
or special clamping shall not be required. These tie wires shall be made tight. If reinforcing 
steel is effectively insulated by an encapsulating nonconductive compound at the time of 
manufacture and installation, it shall not be required to be bonded. Where reinforcing steel of 
the pool shell or the reinforcing steel of coping stones and deck is encapsulated with a 
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nonconductive compound or another conductive material is not available, provisions shall be 
made for an alternative means to eliminate voltage gradients that would otherwise be provided 
by unencapsulated, bonded reinforcing steel.  

(2) Underwater Lighting. All metal forming shells and mounting brackets of no-niche 
luminaires (fixtures) shall be bonded unless a listed low -voltage lighting system with 
nonmetallic forming shells not requiring bonding is used. 

(3) Metal Fittings. All meta l fittings within or attached to the pool structure shall be bonded. 
Isolated parts that are not over 100 mm (4 in.) in any dimension and do not penetrate into the 
pool structure more than 25 mm (I in.) shall not require bonding. 

(4) Electrical Equipment. Metal parts of electrical equipment associated with the pool water 
circulating system, including pump motors and metal parts of equipment associated with pool 
covers, including electric motors, shall be bonded. Accessible metal parts of listed equipment 
incorporating an approved system of double insulation and providing a means for grounding 
internal nonaccessible, non—current-carrying metal parts shall not be bonded by a direct 
connection to the equipotential bonding grid. The means for grounding internal nonaccessible, 
non—current carrying metal parts shall be ail equipment grounding conductor run with the 
power-supply conductors in the case of motors supplied with a flexible cord, or a grounding 
terminal in the case of motors intended for permanent connection. 

Where a double -insulated water-pump motor is installed under the provisions of this rule, a 
solid 8 AWG copper conductor that is of sufficient length to make a bonding connection to a 
replacement motor shall be extended from the bonding grid to an accessible point in the motor 
vicinity. Where there is no connection between the swimming pool bonding grid and the 
equipment grounding system for the premises, this bonding conductor shall be connected to 
the equipment grounding conductor of the motor circuit. 

(5) Metal Wiring Methods and Equipment. Metal-sheathed cables and raceways, metal 
piping, and all fixed metal parts that are within the following distances of the pool, except 
those separated from the pool by a permanent barrier, shall be bonded.  

(1) Within 1.5 m (5 ft) horizontally of the inside walls of the pool 

(2) Within 3.7 m (12 ft) measured vertically above the maximum water level of the pool, 
or any observation stands, towers, or platforms, or any diving structures 

j(C) Equipotential Bonding Grid. The parts specified in 680.26(B) shall be connected to an 
equipotential bonding grid with a solid copper conductor, insulated, covered, or bare, not 
smaller than 8 AWG or rigid metal conduit of brass or other identified corrosion-resistant 
metal conduit. Connection shall be made by exothermic welding or by listed pressure 
connectors or clamps that are labeled as being suitable for the purpose and are of stainless 
steel, brass, copper, or copper alloy. The equipotential common bonding grid shall extend 
under paved walking surfaces for 1 m (3 ft) horizontally beyond the inside walls of the pool 
and shall be permitted to be any of the following: 

(1) Structural Reinforcing Steel. The structural reinforcing steel of a concrete pool where 
the reinforcing rods are bonded together by the usual steel tie wires or the equivalent 

(2) Bolted or Welded Metal Pools. The wall of a bolted or welded metal pool 
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3)       Alternate Means. This system shall be permitted to be constructed as specified in (a) 
through (c): 

a. Materials and Connections. The grid shall be constructed of minimum 8 AWG 
bare solid copper conductors. Conductors shall be bonded to each other at all 
points of crossing. Connections shall be made as required by 680.26(D). 

b. Grid Structure. The equipotential bonding grid shall cover the contour of the pool 
and the pool deck extending 1 m (3 ft) horizontally from the inside walls of the 
pool. The equipotential bonding grid shall be arranged in a 300 mm (12 in.) by 300 
mm (12 in.) network of conductors in a uniformly spaced perpendicular grid pattern 
with tolerance of 100 mm (4 in.). 

c. Securing. The below-grade grid shall be secured within or under the pool and deck 
media. 

(D) Connections. Where structural reinforcing steel or the walls of bolted or welded metal 
pool structures are used as an equipotential bonding grid for nonelectrical parts, the 
connections shall be made in accordance with 250.8.  

(E) Pool Water Heaters. For pool water heaters rated at more than 50 amperes and having 
specific instructions regarding bonding and grounding, only those parts designated to be 
bonded shall be bonded and only those parts designated to be grounded shall be grounded.  

680.27 Specialized Pool Equipment 

(A) Underwater Audio Equipment. All underwater audio equipment shall be identified for 
the purpose. 

(1) Speakers. Each speaker shall be mounted in an approved metal forming shell, the front of 
which is enclosed by a captive metal screen, or equivalent, that is bonded to, and secured to, 
the forming shell by a positive locking device that ensures a low-resistance contact and 
requires a tool to open for installation or servicing of the speaker. The forming shell shall be 
installed in a recess in the wall or floor of the pool. 

(2) Wiring Methods. Rigid metal conduit or intermediate metal conduit of brass or other 
identified corrosion-resistant metal, liquidtight flexible nonmetallic conduit (LFNC-B), or 
rigid nonmetallic conduit shall extend from the forming shell to a listed junction box or other 
enclosure as provided in 680.24, Where rigid nonmetallic conduit or liquidtight flexible  
nonmetallic conduit is used, an 8 AWG insulated solid or stranded copper bonding jumper 
shall be installed in this conduit. The bonding jumper shall be terminated in the forming shell 
and the junction box. The termination of the 8 AWG bonding jumper in the forming shell 
shall be covered with, or encapsulated in, a listed potting compound to protect such 
connection from the possible deteriorating effect of pool water. 

(3) Forming Shell and Metal Screen. The forming shell and metal screen shall be of brass or 
other approved corrosion-resistant metal. All forming shells shall include provisions for 
terminating an 8 AWG copper conductor. 

(B) Electrically Operated Pool Covers. 

(1) Motors and Controllers. The electric motors, controllers, and wiring shall be located not 



 
Tentative Interim Amendment 

NFPA 70 

National Electrical Code® 

2005 Edition 

Reference: 680.26 
TIA 05-2 (NFPA 70) (SC 
05-7-15)/Log No. 821) 

Pursuant to Section 5 of the NFPA Regulations Governing Committee Projects, the National Fire Protection Association has 
issued the following Tentative Interim Amendment to NFPA 70, National Electrical Code®, 2005 edition. The TIA was processed 
by the National Electrical Code® Committee, and was issued by the Standards Council on July 29, 2005, with an effective date of 
August 18, 2005. 

A Tentative Interim Amendment is tentative because it has not been processed through the entire standards-making procedures, It 
is interim because it is effective only between editions of the standard. A TIA automatically becomes a proposal of the proponent 
for the next edition of the standard; as such, it then is subject to all of the procedures of the standards-making process. 

/. Revise 680.26 (C) & 680.26 (C)(l) as follows: 

(C) Equipotential Bonding Grid. The parts  specified in 680.26(B) shall be connected to an equipotential bonding grid with a solid 
copper conductor, insulated, covered, or bare, not smaller than 8 AWG or rigid metal conduit of brass or other identified corrosion-
resistant metal conduit. Connection shall be made by exothermic welding or by listed pressure connectors or clamps that are 
labeled as being suitable for the purpose and are of stainless steel, brass, copper, or copper alloy. The equipotential bonding grid 
shall conform to the contours of the pool and shall extend within or under paved walking surfaces for 1 m (3 ft) horizontally 
beyond the inside walls of the pool and shall be permitted to be any of the following: 
Exception: The equipotential bonding grid shall not be required to be installed under the bottom of or verticallv along the walls of 
vinyl lined polymer wall, fiberglass composite, or other pools constructed of nonconductive materials. Any metal parts of the 
pool, including metal structural supports, shall be bonded in accordance with 680.26(B'). For the purposes of this section, poured 
concrete, pneumatically applied (sprayed^ concrete, and concrete block, with painted or plastered coatings, shall be considered 
conductive material. 

(1) Structural Reinforcing Steel. The structural reinforcing steel of a concrete pool or deck where the reinforcing rods are bonded 
together by the usual steel tie wires or the equivalent. Where deck reinforcing steel is not an integral part of the pool, the deck 
reinforcing steel shall be bonded to other parts of the bonding grid using a minimum 8 AWG solid copper conductor. Connection 
shall be per 680.26(D). 

Copyright © 2005 All Rights Reserved 
NATIONAL FIRE PROTECTION ASSOCIATION 



NEC 2005 

less than 1.5 m (5 ft) from the inside wall of the pool unless separated from the pool by a wall, 
cover, or other permanent barrier. Electric motors installed below grade level shall be of the 
totally enclosed type. The device that controls the operation of the motor for an electrically-
operated pool cover shall be located such that the operator has full view of the pool. 

FPN No. 1: For cabinets installed in damp and wet locations, see 312.2(A). FPN No. 

2: For switches or circuit breakers installed in wet locations, see 404,4. FPN No. 3; 

For protection against liquids, see 430.11. 

(2) Protection. The electric motor and controller shall be connected to a circuit protected by a 
ground-fault circuit interrupter. 

(C) Deck Area Heating. These provisions of this section shall apply to all pool deck areas, 
including a covered pool, where electrically operated comfort heating units are installed within 
6.0 m (20 ft) of the inside wall of the pool. 

(1)  Unit Heaters. Unit heaters shall be rigidly mounted to the structure and shall be of the 
totally enclosed or guarded types. Unit heaters shall not be mounted over the pool or within 
the area extending 1.5 m (5 ft) horizontally from the inside walls of a pool. 

(2) Permanently Wired Radiant Heaters. Radiant electric heaters shall be suitably guarded 
and securely fastened to their mounting device(s). Heaters shall not be installed over a pool or 
within the area extending 1.5 m (5 ft) horizontally from the inside walls of the pool and shall 
be mounted at least 3.7 m (12 ft) vertically above the pool deck unless otherwise approved. 

(3) Radiant Heating Cables Not Permitted. Radiant heating cables embedded in or below 
the deck shall not be permitted. 

III. Storable Pools  

680.30 General. 

Electrical installations at storable pools shall comply with the provisions of Part I and Part III of 
this article. 

680.31 Pumps. 

A cord-connected pool filter pump shall incorporate an approved system of double insulation 
or its equivalent and shall be provided with means for grounding only the internal and 
nonaccessible non-current-carrying metal parts of the appliance. 

The means for grounding shall be an equipment grounding conductor run with the power-
supply conductors in the flexible cord that is properly terminated in a grounding-type 
attachment plug having a fixed grounding contact member. 

680.32 Ground-Fault Circuit Interrupters Required.  

All electrical equipment, including power-supply cords, used with storable pools shall be 
protected by ground-fault circuit interrupters. 

All 125-volt receptacles located within 6.0 m (20 ft) of the inside walls of a storable pool shall 
be protected by a ground-fault circuit interrupter. In determining these dimensions, the 
distance to be measured shall be the shortest path the supply cord of an appliance connected 
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to the receptacle would follow without piercing a floor, wall, ceiling, doorway with hinged or 
sliding door, window opening, or other effective permanent barrier. 

FPN: For flexible cord usage, see 400.4. 

680.33 Luminaires (Lighting Fixtures). 

An underwater luminaire (lighting fixture), if installed, shall be installed in or on the wall of the 
storable pool. It shall comply with either 680.33(A) or 680.33(B). 

(A) 15 Volts or Less. A luminaire (lighting fixture) shall be part of a cord-and-plug- 
connected lighting assembly. This assembly shall be listed as an assembly for the purpose and 
have the following construction features: 

(1) No exposed metal parts 

(2) A luminaire (fixture) lamp that operates at 15 volts or less 

(3) An impact-resistant polymeric lens, luminaire (fixture) body, and transformer 
enclosure 

(4) A transformer meeting the requirements of 680.23(A)(2) with a primary rating not 
over 150 volts 

(B) Over 15 Volts But Not Over 150 Volts. A lighting assembly without a transformer and 
with the luminaire (fixture) lamp(s) operating at not over 150 volts shall be permitted to be 
cord-and-plug connected where the assembly is listed as an assembly for the purpose. The 
installation shall comply with 680.23(A)(5)S and the assembly shall have the following 
construction features: 

(1) No exposed metal parts 

(2) An impact-resistant polymeric lens and luminaire (fixture) body 

(3) A ground-fault circuit interrupter with open neutral protection as an integral part of the 
assembly 

(4) The luminaire (fixture) lamp permanently connected to the ground-fault circuit 
interrupter with open-neutral protection 

(5) Compliance with the requirements of 680.23(A) 

680.34 Receptacle Locations. 

Receptacles shall not be less than 3.0 m (10 ft) from the inside walls of a pool. In determining 
these dimensions, the distance to be measured shall be the shortest path the supply cord of an 
appliance connected to the receptacle would follow without piercing a floor, wall, ceiling, 
doorway with hinged or sliding door, window opening, or other effective permanent barrier. 

IV. Spas and Hot Tubs 

680.40 General.  

Electrical installations at spas and hot tubs shall comply with the provisions of Part I and Part 
IV of this article. 
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680.41 Emergency Switch for Spas and Hot Tubs. 

A clearly labeled emergency shutoff or control switch for the purpose of stopping the motor(s) 
that provide power to the recirculation system and jet system shall be installed at a point 
readily accessible to the users and not less than 1.5 m (5 ft) away, adjacent to, and within sight 
of the spa or hot tub. This requirement shall not apply to single -family dwellings. 

680.42 Outdoor Installations. 

A spa or hot tub installed outdoors shall comply with the provisions of Parts I and II of this 
article, except as permitted in 680.42(A) and 680.42(B), that would otherwise apply to pools 
installed outdoors. 

(A) Flexible Connections. Listed packaged spa or hot tub equipment assemblies or self-
contained spas or hot tubs utilizing a factory-installed or assembled control panel or 
panelboard shall be permitted to use flexible connections as covered in 680.42(A)(1) and 

(1) Flexible Conduit. Liquidtight flexible metal conduit or liquidtight flexible nonmetallic  
conduit shall be permitted in lengths of not more than 1.8 m (6 ft). 

(2) Cord-and-Plug Connections. Cord-and-plug connections with a cord not longer than 4.6 
m (15 ft) shall be permitted where protected by a ground-fault circuit interrupter. 

 

(B) Bonding. Bonding by metal-to-metal mounting on a common frame or base shall be 
permitted. The metal bands or hoops used to secure wooden staves shall not be required to be 
bonded as required in 680.26. 

(C) Interior Wiring to Outdoor Installations. In the interior of a one-family dwelling or in 
the interior of another building or structure associated with a one-family dwelling, any of the 
wiring methods recognized in Chapter 3 of this Code that contain a copper equipment 
grounding conductor that is insulated or enclosed within the outer sheath of the wiring method 
and not smaller than 12 AWG shall be permitted to be used for the connection to motor, 
heating, and control loads that are part of a self-contained spa or hot tub or a packaged spa or 
hot tub equipment assembly. Wiring to an underwater light shall comply with 680.23 or 
680.33. 

680.43 Indoor Installations. 

A spa or hot tub installed indoors shall comply with the provisions of Parts I and II of this 
article except as modified by this section and shall be connected by the wiring methods of 
Chapter 3 , 

Exception: Listed spa and hot tub packaged units rated 20 amperes or less shall be permitted 
to be cord-and-plug connected to facilitate the removal or disconnection of the unit for 
maintenance and repair. 

(A) Receptacles. At least one 125-volt, 15- or 20-ampere receptacle on a general-purpose 
branch circuit shall be located not less than 1 .5 m (5 ft) from, and not exceeding 3.0 m (10 ft) 
from, the inside wall of the spa or hot tub. 

(1) Location. Receptacles shall be located at least 1.5 m (5 ft) measured horizontally from the 
inside walls of the spa or hot tub, 
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(2) Protection, General. Receptacles rated 125 volts and 30 amperes or less and located 
within 3.0 m (10 ft) of the inside walls of a spa or hot tub shall be protected by a ground-fault 
circuit interrupter. 

(3) Protection, Spa or Hot Tub Supply Receptacle. Receptacles that provide power for a 
spa or hot tub shall be ground-fault circuit-interrupter protected. 

(4) Measurements. In determining the dimensions in this section addressing receptacle  
spacing, the distance to be measured shall be the shortest path the supply cord of an 
appliance connected to the receptacle would follow without piercing a floor, wall, ceiling, 
doorway with hinged or sliding door, window opening, or other effective permanent barrier. 

(B) Installation of Luminaires (Lighting Fixtures), Lighting Outlets, and Ceiling- 
Suspended (Paddle) Fans. 

(1) Elevation. Luminaires (lighting fixtures), except as covered in 680.43(B)(2), lighting 
outlets, and ceiling-suspended (paddle) fans located over the spa or hot tub or within 1.5 m (5 
ft) from the inside walls of the spa or hot tub shall comply with the clearances specified in 
(B)(l)(a)3 (B)(l)(b), and (B)(l)(c) above the maximum water level.  

(a) Without GFCL Where no GFCI protection is provided, the mounting height shall be 
not less than 3.7 m (12 ft). 

(b) With GFCL Where GFCI protection is provided, the mounting height shall be 
permitted to be not less than 2.3 m (7 ft 6 in.)- 

(c) Below 2.3 m (7 ft 6 in.). Luminaires (lighting fixtures) meeting the requirements of 
item (1) or (2) and protected by a ground-fault circuit interrupter shall be permitted 
to be installed less than 2.3 m (7 ft 6 in.) over a spa or hot tub: 

 

(1) Recessed luminaires (fixtures) with a glass or plastic lens, nonmetallic or electrically 
isolated metal trim, and suitable for use in damp locations 

(2) Surface-mounted luminaires (fixtures) with a glass or plastic globe, a nonmetallic 
body, or a metallic body isolated from contact, and suitable for use in damp locations 

(2) Underwater Applications. Underwater luminaires (lighting fixtures) shall comply with 
the provisions of 680.23 or 680.33. 

(C) Wall Switches, Switches shall be located at least 1.5 m (5 ft), measured horizontally, 
from the inside walls of the spa or hot tub. 

(D) Bonding. The following parts shall be bonded together: 
 

(1) All metal fittings within or attached to the spa or hot tub structure 

(2) Metal parts of electrical equipment associated with the spa or hot tub water circulating 
system, including pump motors 

(3) Metal conduit and metal piping that are within 1,5 m (5 ft) of the inside walls of the 
spa or hot tub and that are not separated from the spa or hot tub by a permanent barrier 

(4) All metal surfaces that are within 1.5 m (5 ft) of the inside walls of the spa or hot tub 
and that are not separated from the spa or hot tub area by a permanent barrier 
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Exception: Small conductive surfaces not likely to become energized, such as air and water 
jets and drain fittings, where not connected to metallic piping, towel bars, mirror frames, and 
similar nonelectrical equipment, shall not be required to be bonded. 

(5)    Electrical devices and controls that are not associated with the spas or hot tubs and that 
are located not less than 1.5 m (5 ft) from such units; otherwise they shall be bonded to 
the spa or hot tub system 

(E) Methods of Bonding. All metal parts associated with the spa or hot tub shall be bonded 
by any of the following methods: 

(1) The interconnection of threaded metal piping and fittings 

(2) Metal-to-metal mounting on a common frame or base 

(3) The provisions of a copper bonding jumper, insulated, covered, or bare, not smaller 
than 8 AWG solid. 

(F) Grounding. The following equipment shall be grounded: 

(1) All electric equipment located within 1.5 m (5 ft) of the inside wall of the spa or hot 
tub 

(2) All electric equipment associated with the circulating system of the spa or hot tub 

(G) Underwater Audio Equipment. Underwater audio equipment shall comply with the 
provisions of Part II of this article. 

680,44 Protection. 

Except as otherwise provided in this section, the outlet(s) that supplies a self-contained spa or 
hot tub, a packaged spa or hot tub equipment assembly, or a field-assembled spa or hot tub 
shall be protected by a ground-fault circuit interrupter. 

(A) Listed Units. If so marked, a listed self-contained unit or listed packaged equipment 
assembly that includes integral ground-fault circuit-interrupter protection for all electrical 
parts within the unit or assembly (pumps, air blowers, heaters, lights, controls, sanitizer 
generators, wiring, and so forth) shall be permitted without additional GFCI protection. 

(B) Other Units. A field assembled spa or hot tub rated 3 phase or rated over 250 volts or 
with a heater load of more than 50 amperes shall not require the supply to be protected by a 
ground-fault circuit interrupter. 

(C) Combination Pool and Spa or Hot Tub. A combination pool/hot tub or spa assembly 
commonly bonded need not be protected by a ground-fault circuit interrupter. 

FPN: See 680.2 for definitions of self-contained spa or hot tub and for packaged spa or hot tub 
equipment assembly. 

V. Fountains 

680.50 General. 

The provisions of Part I and Part V of this article shall apply to all permanently installed 
fountains as defined in 680.2. Fountains that have water common to a pool shall additionally 
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comply with the requirements in Part II of this article. Part V does not cover self-contained, 
portable fountains not larger than 1.5 m (5 ft) in any dimension. Portable fountains shall 
comply with Parts II and in of Article 422. 

680.51 Lurainaires (Lighting Fixtures), Submersible Pumps, and Other Submersible 
Equipment. 

(A) Ground-Fault Circuit Interrupter. Luminaires (lighting fixtures), submersible pumps, 
and other submersible equipment, unless listed for operation at 15 volts or less and supplied 
by a transformer that complies with 680.23(A)(2), shall be protected by a ground-fault circuit 
interrupter. 

(B) Operating Voltage. No luminaires (lighting fixtures) shall be installed for operation on 
supply circuits over 150 volts between conductors. Submersible pumps and other submersible  
equipment shall operate at 300 volts or less between conductors. 

(C) Luminaire (Lighting Fixture) Lenses. Luminaires (lighting fixtures) shall be installed 
with the top of the luminaire (fixture) lens below the normal water level of the fountain unless 
listed for above-water locations. A luminaire (lighting fixture) facing upward shall have the 
lens adequately guarded to prevent contact by any person. 

(D) Overheating Protection. Electrical equipment that depends on submersion for safe 
operation shall be protected against overheating by a low-water cutoff or other approved 
means when not submerged. 

(E) Wiring. Equipment shall be equipped with provisions for threaded conduit entries or be 
provided with a suitable flexible cord. The maximum length of exposed cord in the fountain 
shall be limited to 3.0 m (10 ft). Cords extending beyond the fountain perimeter shall be 
enclosed in approved wiring enclosures. Metal parts of equipment in contact with water shall 
be of brass or other approved corrosion-resistant metal. 

(F) Servicing. All equipment shall be removable from the water for relamping or normal 
maintenance. Luminaires (fixtures) shall not be permanently embedded into the fountain 
structure such that the water level must be reduced or the fountain drained for relamping, 
maintenance, or inspection. 

(G) Stability. Equipment shall be inherently stable or be securely fastened in place. 

680.52 Junction Boxes and Other Enclosures. 

(A) General. Junction boxes and other enclosures used for other than underwater installation 
shall comply with 680.24. 

(B) Underwater Junction Boxes and Other Underwater Enclosures. Junction boxes and 
other underwater enclosures shall meet the requirements of 680.52(B)(1) and (B)(2). 

(1) Construction. 

(a) Underwater enclosures shall be equipped with provisions for threaded conduit entries 
or compression glands or seals for cord entry. 

(b) Underwater enclosures shall be submersible and made of copper, brass, or other 
approved corrosion-resistant material. 
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(2) Installation. Underwater enclosure installations shall comply with (a) and (b). 

(a) Underwater enclosures shall be filled with an approved potting compound to prevent 
the entry of moisture. 

(b) Underwater enclosures sha ll be firmly attached to the supports or directly to the 
fountain surface and bonded as required. Where the junction box is supported only by 
the conduit, the conduit shall be of copper, brass, stainless steel, or other approved 
corrosion-resistant metal. Where the box is fed by nonmetallic conduit, it shall have 
additional supports and fasteners of copper, brass, or other approved corrosion-resistant 
material. 
FPN: See 314.23 for support of enclosures, 

680.53 Bonding. 

All metal piping systems associated with the fountain shall be bonded to the equipment 
grounding conductor of the branch circuit supplying the fountain. 

FPN: See 250.122 for sizing of these conductors. 

680.54 Grounding. 

The following equipment shall be grounded; 

(1) All electrical equipment located within the fountain or within 1.5 m (5 ft) of the inside 
wall of the fountain 

(2) All electrical equipment associated with the recirculating system of the fountain 

(3) Panelboards that are not part of the service equipment and that supply any electrical 
equipment associated with the fountain 

680.55 Methods of Grounding. 

(A) Applied Provisions. The provisions of 680.21(A), 680.23(B)(3), 680.23(F)(1) and (F)(2), 
680.24(F), and 680.25 shall apply. 

(B) Supplied by a Flexible Cord. Electrical equipment that is supplied by a flexible cord 
shall have all exposed non-current-carrying metal parts grounded by an insulated copper 
equipment grounding conductor that is an integral part of this cord. The grounding conductor 
shall be connected to a grounding terminal in the supply junction box, transformer enclosure, 
or other enclosure. 

680.56 Cord-and-Plug-Connected Equipment. 

(A) Ground-Fault Circuit Interrupter. All electrical equipment, including power-supply 
cords, shall be protected by ground-fault circuit interrupters, 

(B) Cord Type. Flexible cord immersed in or exposed to water shall be of a type for extra- 
hard usage, as designated in Table 400.4 and shall be a listed type with a "W" suffix. 

(C) Sealing. The end of the flexible cord jacket and the flexible cord conductor termination 
within equipment shall be covered with, or encapsulated in, a suitable potting compound to 
prevent the entry of water into the equipment through the cord or its conductors. In addition, 

23 



NEC 2005 

the ground connection within equipment shall be similarly treated to protect such connections 
from the deteriorating effect of water that may enter into the equipment. 

(D) Terminations. Connections with flexible cord shall be permanent, except that grounding-
type attachment plugs and receptacles shall be permitted to facilitate removal or disconnection 
for maintenance, repair, or storage of fixed or stationary equipment not located in any water-
containing part of a fountain.  

680.57 Signs. 

(A) General. This section covers electric signs installed within a fountain or within 3.0 m (10 
ft) of the fountain edge. 

(B) Ground-Fault Circuit-Interrupter Protection for Personnel. All circuits supplying the 
sign shall have ground-fault circuit-interrupter protection for personnel. 

(C) Location. 
 

(1) Fixed or Stationary. A fixed or stationary electric sign installed within a fountain shall be 
not less than 1.5 m (5 ft) inside the fountain measured from the outside edges of the fountain. 

(2) Portable, A portable electric sign shall not be placed within a pool or fountain or within 
1.5 m (5 ft) measured horizontally from the inside walls of the fountain. 

(D) Disconnect. A sign shall have a local disconnecting means in accordance with 600.6 and 
680.12. 

(E) Bonding and Grounding. A sign shall be grounded and bonded in accordance with 
600.7. 

680.58 GFCI Protection for Adjacent Receptacle Outlets. 

All 15- or 20-ampere, single -phase 125-volt through 250-volt receptacles located within 6.0 m 
(20 ft) of a fountain edge shall be provided with GFCI protection.  

VI. Pools and Tubs for Therapeutic Use  

680.60 General. 

The provisions of Part I and Part VI of this article shall apply to pools and tubs for therapeutic 
use in health care facilities, gymnasiums, athletic training rooms, and similar areas. Portable 
therapeutic appliances shall comply with Parts II and III of Article 422. 

FPN: See 517.2 for definition of health care facilities, 

680.61 Permanently Installed Therapeutic Pools. 

Therapeutic pools that are constructed in the ground, on the ground, or in a building in such a 
manner that the pool cannot be readily disassembled shall comply with Parts I and II of this 
article. 

Exception:  The limitations of 680.22(B)(l) through (B)(4) shall not apply -where all 
luminaires (lighting fixtures) are of the totally enclosed type.  
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680,62 Therapeutic Tubs (Hydrotherapeutic Tanks). 

Therapeutic tubs, used for the submersion and treatment of patients, that are not easily moved 
from one place to another in normal use or that are fastened or otherwise secured at a specific 
location, including associated piping systems, shall conform to this part. 

(A) Protection. Except as otherwise provided in this section, the outlet(s) that supplies a self- 
contained therapeutic tub or hydrotherapeutic tank, a packaged therapeutic tub or  
hydrotherapeutic tank, or a field-assembled therapeutic tub or hydrotherapeutic tank shall be 
protected by a ground-fault circuit interrupter. 

(1) Listed Units. If so marked, a listed self-contained unit or listed packaged equipment 
assembly that includes integral ground-fault circuit-interrupter protection for all electrical 
parts within the unit or assembly (pumps, air blowers, heaters, lights, controls, sanitizer 
generators, wiring, and so forth) shall be permitted without additional GFCI protection. 

(2) Other Units. A therapeutic tub or hydrotherapeutic tank rated 3 phase or rated over 250 
volts or with a heater load of more than 50 amperes shall not require the supply to be 
protected by a ground-fault circuit interrupter. 

(B) Bonding. The following parts shall be bonded together; 

(1) All metal fittings within or attached to the tub structure 

(2) Metal parts of electrical equipment associated with the tub water circulating system, 
including pump motors 

(3) Metal-sheathed cables and raceways and metal piping that are within 1.5 m (5 ft) of 
the inside walls of the tub and not separated from the tub by a permanent barrier 

(4) All metal surfaces that are within 1.5 m (5 ft) of the inside walls of the rub and not 
separated from the tub area by a permanent barrier 

(5) Electrical devices and controls that are not associated with the therapeutic tubs and 
located within 1.5 m (5 ft) from such units. 

(C) Methods of Bonding. All metal parts required to be bonded by this section shall be 
bonded by any of the following methods: 

(1) The interconnection of threaded metal piping and fittings 

(2) Metal-to-metal mounting on a common, frame or base 

(3) Connections by suitable metal clamps 

(4) By the provisions of a solid copper bonding jumper, insulated, covered, or bare, not 
smaller than 8 AWG 

(D) Grounding.  

(1) Fixed or Stationary Equipment. The equipment specified in (D)(l)(a) and (D)(l)(b) 
shall be grounded. 

(a) Location. All electrical equipment located within 1.5 m (5 ft) of the inside wall of the 
tub shall be grounded 
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(b) Circulation System. All electrical equipment associated with the circulating system of 
the tub shall be grounded. 

(2) Portable Equipment Portable therapeutic appliances shall meet the grounding 
requirements in 250.114. 

(E) Receptacles. All receptacles within 1,5 m (5 ft) of a therapeutic tub shall be protected by 
a ground-fault circuit interrupter. 

(F) Luminaires (Lighting Fixtures). All luminaires (lighting fixtures) used in therapeutic tub 
areas shall be of the totally enclosed type. 

VTL Hydromassage Bathtubs  

680.70 General. 

Hydromassage bathtubs as defined in 680.2 shall comply with Part VII of this article. They 
shall not be required to comply with other parts of this article. 

680.71 Protection. 

Hydromassage bathtubs and their associated electrical components shall be protected by a 
ground-fault circuit interrupter. All 125-volt, single -phase receptacles not exceeding 30 
amperes and located within 1.5 m (5 ft) measured horizontally of the inside walls of a 
hydromassage tub shall be protected by a ground-fault circuit interrupter(s). 

680.72 Other Electrical Equipment. 

Luminaires (lighting fixtures), switches, receptacles, and other electrical equipment located in 
the same room, and not directly associated with a hydromassage bathtub, shall be installed in 
accordance with the requirements of Chapters 1 through 4 in this Code covering the 
installation of that equipment in bathrooms. 

680.73 Accessibility.  

Hydromassage bathtub electrical equipmeat shall be accessible without damaging the building 
structure or building finish. 

680.74 Bonding. 

All metal piping systems and all grounded metal parts in contact with the circulating water 
shall be bonded together using a copper bonding jumper, insulated, covered, or bare, not 
smaller than 8 AWG solid. 
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